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SECTI ON 01700

CONTRACT CLOSEQUT

PART 1 GENERAL

1.1 SECTI ON | NCLUDES
A. Procedures for Final Acceptance.
B. Closeout submittals.

1.2 PRQJECT CLOSEQUT MEETI NG

The Contractor shall nmeet with the Contracting O ficer or Authorized
Representative not |ess than 90 cal endar days prior to the |egal conpletion
date to dicuss project closeout procedures and requirenments.

A. Contractor shall have representatives fromall of his major
subcontractors attend this Project Closeout Meeting. These subcontractors
shal | include but are not linmted to:

Mechani cal subcontract or

El ectrical subcontractor.

Pl umbi ng subcontractor.

Fire Sprinkler subcontractor
Demolition subcontractor

Gr adi ng/ Pavi ng subcontractor

Fire Al arm subcontractor

Interior Specialties subcontractor

ONOOREWN R

B. Contractor and subcontractors shall cone prepared to discuss their
pl ans for project conpletion, including but not linted to:

1. Their schedule for submtting final acceptance test plans and
procedures.

2. Their schedule for pretesting all equi pment and equi pnent
systenmns,

3. Their schedule for final acceptance testing of equipnent and

syst ens.

Their schedule for any required user schooling.

5. Their schedule for the Pre-Final and Final |nspections.

6. Their schedule for conpletion and turnover of all required O&M
manual s.

7. Their schedule for turnover of any special tools, spare parts,
and bui |l di ng keys.

8. Their schedule for turnover of required warranties and
guar ant ees.

9. Contractor shall review all of the requirenents for project
conpl etion as specified in the various contract clauses and

P
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techni cal specifications, and be prepared to discuss his plans
and schedul e for acconplishing those tasks.

1.3 FI NAL CLEANI NG

A. In addition to daily cleaning of site throughout duration of
contract, provide final cleaning, including, but not linmted to itens
bel ow. Conply with manufacturer's instructions for cleaning products and
procedures.

1. Enploy skilled workers for final cleaning. Clean all surfaces
wi t hout scratching or injuring surfaces. Leave the work bright,
cl ean and pol i shed.

2. At completion of work, renove marks, |abels, fingerprints,
stains, dust, dirt, paint drippings, and other foreign materials,
fromall sight-exposed interior and exterior surfaces. Renmpve al
tenporary | abels, tags or protective coverings. Wash tile,
pl umbi ng and other fixtures clean. Clean and polish all hardware
and ot her unpainted netals.

3. Broom cl ean exterior paved surfaces, rake clean other
surfaces of site.

4. Cl eaning, polishing, sealing and all other final cleaning
operations shall be perforned prior to the Punchlist Inspection

B. Conpliances: Conmply with safety standards and governing
regul ati ons for cleaning operations. Do not burn waste materials at site,
or bury debris or excess materials on Governnent's property, or discharge
volatile or other harnful or dangerous materials into drai nage systens;
remove waste materials fromsite and dispose of in a |awful manner. Where
extra materials of value remaining after conpletion of associated work have
become Governnent's property, dispose of these to Government's best
advant age as directed.

1.4 FI NAL | NSPECTI ON

A. The Contractor shall provide 14 days notification to the
Contracting Officer for request for final inspection. The follow ng itens
shall be subnmitted in both hard copy and el ectronic format along with the
request for final inspection (Refer to Specification Section 01330 for
Packagi ng and Delivering Electronic Files):

1. Al operating nmanuals and instructions required by the individua
techni cal specification sections.

2. Al guarantees and warranties required by the individua
techni cal specification sections.

3. Al as-built docunentation. (Record Draw ngs and
Speci ficati ons)
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4. Al other required itens noted in the Contract Documents.

5. The above itens 1-4 shall be delivered in one conplete
organi zed package.

6. Nunber of copies required:

a. Manual s: 4 copies.

b. As-Builts of edited reproducibles:
* 2 conpact disks
* 1 reproduci bl e copy
* 5 hard copies : 1/2 size format for checking of
as-built conditions during the final walk-thru

c. Warranties: 3 copies.

B. Final inspection shall occur when the work is conpleted in
accordance with the Contract Docunents. The Contractor shall notify the
Contracting Officer, in witing, that the work is ready for fina
i nspection on a definite date which shall be stated in such notice. Also
see Specification Section 01451

C. Conplete the following in preparation for occupancy by the
Gover nnment :

1. Advise Contracting O ficer of pending insurance change-over
requi renents.

2. Obtain and submit rel eases enabling Governnent's full and
unrestricted use of the work and access to services and utilities,
i ncludi ng (where required) occupancy pernits, operating
certificates, and simlar rel eases.

3. Deliver tools, spare parts, extra stocks of materials, and
simlar physical items to Contracting O ficer.

4. Make final change-over of |ocks and transit keys to
Contracting O ficer and advi se of change-over in security
provi si ons.

5. Conplete start-up testing of systems, and instructions of
Government' s operati ng/ mai ntenance personnel. Discontinue (or
change over) and rempove from project site tenmporary facilities and
services, along with construction tools and facilities, nock-ups,
and simlar elenments.

1.5 ACCEPTANCE OF COVPLETED WORK

A. Acceptance of conpleted work will be on its conformance to the
contract. Nonconform ng work may be rejected; the governnent is not
obligated to accept nonconform ng work at a reduced price. Start
repl acenent or correction of rejected work within ten cal endar days after
recei pt of this rejection notice; otherw se, the governnent may have this
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wor k done by others and charge the cost to the Contractor

B. Acceptance Testing of the Fire Sprinkler and Fire Al arm Detection
Systens shall be schedul ed as foll ows:

1

Contractor shall schedule to have these final acceptance tests
run concurrently with each other, and shall have representatives
fromboth his fire sprinkler subcontractor as well as his fire
al arm detection subcontractor onsite for the duration of both of
these acceptance tests.

Contractor shall schedule his final acceptance testing of the
Fire Sprinkler and Fire Alarm Detection Systems as far in advance
of as possible.

Contractor shall provide the Government a mininumof a 45

cal endar day notification of these schedul ed acceptance tests to
all ow the Governnent time to schedul e the proper personnel to
attend and witness these tests.

Acceptance tests can not be scheduled until after approval of the
final acceptance test plans and related material submittals for
these two systens.

Fi nal acceptance and transfer of this project will not occur
until the contractor has sucessfully conpleted the acceptance
testing of these two systens.

1.6 CLOSEQUT SUBM TTALS

NOTE: Due 14 days prior to the final inspection and shall becone the
property of the Government.

A. Record Draw ngs:

1

At time of installation, installed |ocations of al
under ground and conceal ed work, including plunbing and el ectrical
and any ot her changes shall be recorded on draw ngs by Contractor

Contractor will transfer installed |ocations and changes to
di sk and reproducible prints and subnmit for approval by
Contracting O ficer.

All information entered on to disk and reproducible prints
shall be neat, |egible, and enphasized by draw ng "cl ouds”
around changed items. Format of changed items on di sk and
drawi ngs shall be on AutoCad format.

Cl ouded changes shall be on a separate single |ayer on the
disk file format.

Contractor shall |ocate and dinension all work, including
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stubs for future connections.

All synbols and designations used in preparing record as-built

draw ngs shall match those used in contract draw ngs.
Record drawi ng copies to be submtted

a. Conplete final draw ngs (100% shall be provided
on conpact disk (CD) in a format which is 100%
conpati ble with the Rel ease of AutoCad currently
in use by DDJC- Sharpe/ Tracy Sites. Two (2) each

b. One (1) set of the Final (100% draw ngs shall be on
24" x 36" reproduci bl e/ erasabl e nmyl ar sheets.

c. Five (5) sets of hard copies of the Final (100%
drawi ngs on 1/2 size fornmat

d. Any errors noted during the final wal k-thru shall be
corrected and new CDs (2 each) and nylars shall be
subm tted.

B. Record Specifications:

1

On the sane CD with draw ngs, provide 1 copy of
speci fications, including addenda, change orders and simlar
nodi fications issued in printed formduring construction

a. Mark-up variations (of substance) in actual work in
conmparison with text of specifications and
nodi fications as issued.
b. Gve particular attention to conceal ed work, which
woul d be difficult to nmeasure and record at a |later date
c. Note related change order numbers where applicable.
e. File conpression shall not be used.

C. Warranti es:

1

General Warranty: Contractor shall subnmit a witten warranty
on his letterhead restating the terms of the one year
warranty expressed in the General Conditions.

Addi tional Warranties: Provide witten docunmentation with
appropriate signatures for all additional warranties (in
excess of one year) where specifically required by pertinent
speci fication sections.

D. Operations and Mai ntenance Manual

1

Prepare manual s in durable plastic binders approxi mately 8
1/2 x 11 inches in size with the follow ng m ni mrum dat a:

a. ldentification on, or readable through, front cover

stating general nature of manual
b. Neatly typewitten index near front of nanual
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furni shing i nmediate information as to [ocation in
manual of all energency data regarding installation

c. Complete instructions regardi ng operation and
mai nt enance of all equi pnment invol ved.

d. Conplete nonmencl ature of all replaceable parts, their
part nunbers, current cost and name and address of
nearest vendor of parts.

e. Copy of all guarantees and warranties issued.

f. Copy of approved shop drawings with all data
concerni ng changes made during construction

VWhere contents of manual s include manufacturer's catal og
pages, clearly indicate precise itens included in this
installation and delete, or otherwi se clearly indicate, al
manuf acturer's data with which this installation is not
concer ned.

Contents of manual shall be as follows:

a. Contracting Oficer: Nane, Address, Phone.
b. List of Consultants showi ng Name, Address, Phone:

* Structural Engineer.
* Mechani cal Engi neer
* El ectrical Engineer
* Civil Engineer

c. General Contractor: Name, Address, Phone.
d. List of Subcontractors showi ng Nane, Address, Phone:

* Hazardous materials abatenent subcontractor
* Concrete work and danpproofing subcontractor
* lnsulation installer.

* Pl unbi ng subcontract or

* Mechani cal subcontractor

* El ectrical subcontractor

* Roofing subcontractor

* Ceiling subcontractor.

* Sheet netal subcontractor.

* Storefront/glazing subcontractor

* Interior finishes subcontractor

* Painting subcontractor

* etc.

e. List of Vendors/Suppliers showi ng Name, Address,
Phone:

* M1 work.

* Metal roofing.

* Pl unmbi ng equi prent .

* HVAC equi pment .

* Electrical equipnent.

* Alumi num storefront, w ndows.
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* Resilient floor/carpet.

* Vinyl wallcovering.

* Doors.

* Finish hardware including | ocks and cl osers.
* Acoustic tile.

* Paint.

* W ndow bl i nds.

* Chal kboards and tackboards.

* | dentifying devices.

As Built Drawi ngs Transmttal

* QOperation and nmmi ntenance manual transmttal

Certificate of occupancy.

Gener a

contractor guarantee.

Wbod door guarant ee.
Roof i ng guar ant ee.
Caul king certificate.

Mechani cal section

* | ndex of required information.
* Required information shall include:

(1)

(2)

Conplete Iist of equipnent installed with

a separate section for each type of equi pnment.

This information shall include descriptive literature
showi ng manufacturer’s catal og nunber, vendors,
capacities, sizes, ratings, serial nunbers, and other
pertinent data.

Operating instructions including information on start-up
procedures, mai ntenance, filters, lubrication, and other
pertinent data. List of equipment shall include but not
be linmted to:

* Exhaust fans.

* Furnaces.

* Air handl ers.

* Condensing units.

* Coil s.

* Schematic di agrams showi ng HVAC zones,
|l ocati on of condenser, furnace, fan unit,
and thernostat for each zone. Di agram
shall fold to 8 1/2" x 11" format.

* Conpl ete description of |ocation and
operation of control systens including
notation of correct settings.

* Refrigeration Piping System Leak Test.

* Approved Air Test and Bal ance Reports.

* Air Cool ed Condensing Unit Warranty.

* CQuar ant ee.
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m Pl unmbi ng Secti on:

* | ndex of required information.
* Required information shall include:

(1) Complete list of equipnent installed with
a separate section for each type of
fixture or equipnment. This information
shall include descriptive literature
showi ng manufacturer's catal og nunber,
capacities, sizes, ratings, vendors, and
ot her pertinent data.

(2) Operating instructions including
i nformati on on start-up procedures,
mai nt enance, and any required |ubrication.

(3) Guarantee.

n. Electrical Section

* | ndex of required information.
* Required Information Shall Included:

(1) Complete list of equipnent installed with
a separate section for each type of
equi pment. This information shall include
descriptive literature showi ng manufacturer's
cat al og nunber, capacity, size,
and ot her pertinent data.

(2) Operation instructions including diagrans
of electrical control systens (ie., fire
statistics, fuses, interlocks, swtches,
and rel ays).

(3) Drawi ng of each tenperature control pane
i dentifying conmponents and their functions.

(4) Guar ant ee.

PART 2 PRODUCTS (NOT APPLI CABLE)

PART 3 EXECUTI ON ( NOT APPLI CABLE)

-- End of Section --
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SECTI ON 01740
WARRANTY OF CONSTRUCTI ON
PART 1 GENERAL
1.1 GENERAL | NFORMATI ON
For additional information see FAR CLAUSE 52. 246-21, WARRANTY OF CONSTRUCTI ON
1.2 DEFECTS

Defects in design or manufacturer of equipnment specified by the Governnent on
a “Brand Nane and Model” basis, shall not be included in this warranty. In
this event, the Contractor shall require any subcontractors, manufacturers, or
suppliers thereof to execute their warranties, in witing, directly to the
Gover nment .

1.3 PRE- WARRANTY CONFERENCE

Prior to contract conpletion and at a tine designated by the Contracting

O ficer or his representative, the Contractor shall nmeet with the Contracting
O ficer to devel op a mutual understanding with respect to the requirenments
speci fied herein. The Contracting O ficer shall establish comunication
procedures for oral notification to the Contractor of warranty defects;
establish reasonable time for Contractor responses; and other details deened
necessary by the Contracting O ficer for the execution of the construction

warranty. In connection with these requirements the Contractor will furnish
t he nane, tel ephone nunber and address of representatives authorized to
performwarranty repairs. |f the Contractor is |ocated outside the |oca

service area, the name, tel ephone nunber and address of a conmpany which is
authorized to initiate and maintain warranty work action on behal f of the
Contractor shall be furnished. This point of contact will be located within
the |l ocal service area of the warranty work and shall be an established
conpany capabl e of performng the type of work under the warranty item At
this conference, the Contracting officer shall furnish names and tel ephone
nunbers of the personnel authorized to notify the Contractor or his designated
representative of any failure, defect or damage, and to request warranty
repair work.

1.4 WARRANTY REPAI RS

Warranty repair work which threatens the health, safety, or well-being of
personnel or the safety of property and/or equipnment will be handled by the
Contractor on an i mredi ate basis as orally directed by the Contracting Oficer
or authorized representative, as established in subparagraph, Pre-Warranty
Conf erence, above. Such itens requiring i mediate attention shall include but
not be limted to: air conditioning, heating, and ventilating systems; sewage
di sposal facilities or conmponents thereto; fire protection systens; water
supply system or conponents thereto; and electrical power systems. O her
warranty repair which does not threaten the health, safety, or well-being of
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personnel and/or safety of property or equipnent will be handled by the
Contractor within seventy-two hours or the tinme frane established during the
pre-warranty conference. Failure of the Contractor to respond as requested
will be cause for the Contracting Oficer to have the warranty repair work
performed by others and proceed agai nst the Contractor in accordance with
paragraph 1.7. Any work required to correct a warranty item acconplished by
the Governnent shall not void the warranty of the item (SWD letter, dated
18 July 1988).

PART 2 PRODUCTS (NOT USED)
PART 3 EXECUTI ON (NOT USED)

-- End of Section --
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